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1. The comments and suggestions of]
the reference have been noted with interest as a number of these points
are In concert with considerations and discussions previously made in the
field,

8¢ The water line mentioned has been installed in a more direct
route which will appear on the "As Builth drawings. Preservation of
natural cover and accessibility were considered,

be All water sources are of critical contamination. Chlorination
to the supply tank and to the booster pumps is therefore considered
advisable in concurrence with Engineers' recommendation

Past experience in the area indicates overheating of generating
equipment by sheltering from prevailing winds, Thuriderstorms are
rare and it is desired to take full advantage of maximum ventiloe
tione If found necessary, a louvre protection may be installed
later on,

Ce Flans do not call for sloping the tank floors as infrequent
draining and cleaning will be done by brooming, However, this may be
adjusted in the field if no additional cost is involved,

de We are advised that the redwood storm drain covers meet

_requiremer;ts and precludes use of weight handling equipment for

maintenance,

€e Drawing No, 699-585 indicates that drainage of the car shed
end apron have been provided, Field adjustments will be made as necessary

to obtain adequacy, : 25X1A
fo The Receiver instsllation has been suspended pending [I-HGS

conference No further information has been received at this

Station, Request HQS advice SAP, The catenary clearance had been "eapght!

in the field, - 25X1A95

2+ A supply of cast iron pipe has arrived and utilities installations are
progressinge It is not desired to encumber Headquarters with deteil review of




